
1)This information provided on the plans is based upon the information
provided to Century by the VA. No record design or as-built drawings
were provided. Century was tasked with merely identifying the location of
the valves and hydrants to be replaced. No profiles or field survey was
provided or required by contract. What is shown on the plans is best
available information.
2) finished grade is existing grade. Restore to existing grade.
3) See response #1
A.J. Dietz, P.E., Century Engineering Inc. 5/10/12



1) Refer to Sheet WE-002 Utility improvement notes for list
of manufacturers and the specifications.
2) See response to item #1
3) Plans were prepared based upon information provided by
the VA. No additional information was provided or requested
per contract.
A.J. Dietz, P.E. Century Engineering Inc. 5/11/2012


